
TRANSFORMER

PRI

SEC

PRI___V
SEC - 24V
100VA

L/L1 N/L2 1 2

BLACK

WHITE

PUR

PURBR

TXBOX***

POWER SUPPLY
---- VAC, 60Hz

GROUND LUG

TITLE:
DRAWN BY:

BP
DATE:CAD FILE:

16.FEB.2016
DATE:

EDWG1AMODNOT012-P1 A
REV

16.FEB.2016

MANARAS-OPERA  

FAX: 1-888-626-0606
TEL: 1-800-361-2260

136 ONEIDA DRIVE 
POINTE-CLAIRE, QC H9R 1A8

THE INFORMATION CONTAINED HEREIN IS PROPRIETARY TO MANARAS- 
OPERA AND SHALL NOT BE REPRODUCED OR DISCLOSED OR USED 
FOR ANY DESIGN OR MANUFACTURE EXCEPT WHEN USER POSSESSES
DIRECT WRITTEN AUTHORIZATION FROM MANARAS-OPERA

 WIRING DIAGRAM- HEATER(MOD146)
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MOD146- HEATER INSIDE THE CONTROL BOX, THERMOSTAT INSIDE THE TXBOX
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 WIRING DIAGRAM- HEATER(MOD146)
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MOD146- HEATER AND THERMOSTAT INSIDE THE CONTROL BOX


